1-ADD 3.0' X 7.0 DOOR

2 — ADD AC UNIT ABOVE DOOR

3 — RESHAPE ELEVATOR VENT / WIDE

4 — ADD LIGHTENING SURGE PROTECTION

5 - ADD UPS CUT-OVER SWITCH

6 — ADD NEW LOAD CENTER

7 — MOVE EXISTING EQUIPMENT

8 — CONNECT NEW LOAD CENTER TO BUILDING GENERATOR
VIA ELEVATOR EQUIPMENT ROOM
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